1. All cover radii to be 20mm, unless otherwise shown.
2. Dimensions are in millimeters unless otherwise shown.
3. Permanent identifying label(s) shall be attached to the inside of each pit as follows:
   - Type 1 and Type 3: One (1) label at halfway from the top of the pit.
   - Type 4: One (1) label at 300mm from the top and one (1) label at 300mm from the bottom of the pit.
   Type 7 and Type 8: These (3) labels at 300mm, 600mm and 900mm from the top of the pit.
   The Permanent identifying label shall state:
   - "[Manufacturer's Name]".
   - "Date of Manufacture [month/year]".
   - "[weight of product] kg".

ASSOCIATED DEPARTMENTAL DOCUMENTS:
- Standard Drawings Specifications

REFERENCE DOCUMENTS:
- Departmental Standard Drawings: 1699 Traffic Signs/Road Lighting/ITS - Parts List
- Departmental Specifications: MRTS91: Consults and Pits
- Australian Standards:
  - AS/NZS 3000 Electrical Installations (Wiring Rules)